REQUEST FOR COMMENTS

NEW STANDARD DRAWING NO. 404.1501, "COMMUNICATION DISTRIBUTION CABLE
ASSEMBLY (CDCA) IN CABINET"

The Operations Subcommittee of the Regional Transportation Commission of Southern Nevada has
approved proposed additions to New Standard Drawing No. 404.1501, "Communication Distribution
Cable Assembly (CDCA) in Cabinet, of Volume Il of the Uniform Standard Drawings for Public
Works' Construction Offsite Improvements, Clark County Area, Nevada, to clarify the placement of
cables in the cabinet.

We would appreciate any comments you may have on the proposed changes, in writing, prior to
12/9/2009. Comments may be faxed to (702)676-1518 or e-mailed to ccstandards@rtcsnv.com.

The comments received on the proposed revisions are scheduled to be placed on the agenda of the
Specifications Subcommittee for the meeting of 2/10/2010 at 1:30 p.m. in the RTC Meeting Room
108. You are welcome to attend this meeting and discuss your concerns.

PLEASE NOTE
If significant comments are received, a message will be posted to the
PROPOSED REVISIONS page of the RTC web site on 12/10/2009
noting that this item will be returned to the
Operations Subcommittee on 1/19/2010 for further discussion.
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COMMUNICATIONS DISTRIBUTION CABLE ASSEMBLY (CDCA)
PER UNIFORM STANDARD SPECIFICATION 681 TO BE SIDE RAIL
MOUNTED ON EITHER SIDE OF CABINET. CDCA CABLE SHALL
BE ANCHORED TO SIDE OF CABINET.

NOTE:

AN ADDITIONAL 120V OUTLET TO BE INSTALLED ON SIDE RAIL, NEAR TOP, FOR ITS EQUIPMENT ON
EITHER SIDE OF CABINET. LOCATION TO BE APPROVED BY AGENCY ENGINEER BEFORE INSTALLATION.

FERENCE UNIFORM STANDARD DRAWINGS
SPECIFICATION RE CLARK COUNTY AREA
FIBER OPTIC SPLICE AND

DISTRIBUTION EQUIPMENT

COMMUNICATION DISTRIBUTION
CABLE ASSEMBLY (CDCA)
IN CABINET
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